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1 LEVEL 1 OVERALL FIRE PROTECTION PLAN

AREA OF FLOOR REMOVAL

EXISTING FDC FOR DRY STANDPIPE IN STAIRWELL
SHALL BE DEMOLISHED, SEE FP210 FOR ROUTING
TO NEW FDC
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 DRY STANDPIPE SUPPLY
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